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(2) Information on the number, dura-
tion, and cause of deviations (including 
unknown cause, if applicable), as appli-
cable, and the corrective action taken. 

(e) For each deviation from an emis-
sion or operating limitation occurring 
for a stationary RICE where you are 
using a CMS to comply with the emis-
sion and operating limitations in this 
subpart, you must include information 
in paragraphs (c)(1) through (4) and 
(e)(1) through (12) of this section. 

(1) The date and time that each mal-
function started and stopped. 

(2) The date, time, and duration that 
each CMS was inoperative, except for 
zero (low-level) and high-level checks. 

(3) The date, time, and duration that 
each CMS was out-of-control, including 
the information in § 63.8(c)(8). 

(4) The date and time that each devi-
ation started and stopped, and whether 
each deviation occurred during a period 
of malfunction or during another pe-
riod. 

(5) A summary of the total duration 
of the deviation during the reporting 
period, and the total duration as a per-
cent of the total source operating time 
during that reporting period. 

(6) A breakdown of the total duration 
of the deviations during the reporting 
period into those that are due to con-
trol equipment problems, process prob-
lems, other known causes, and other 
unknown causes. 

(7) A summary of the total duration 
of CMS downtime during the reporting 
period, and the total duration of CMS 
downtime as a percent of the total op-
erating time of the stationary RICE at 
which the CMS downtime occurred dur-
ing that reporting period. 

(8) An identification of each param-
eter and pollutant (CO or formalde-
hyde) that was monitored at the sta-
tionary RICE. 

(9) A brief description of the sta-
tionary RICE. 

(10) A brief description of the CMS. 
(11) The date of the latest CMS cer-

tification or audit. 
(12) A description of any changes in 

CMS, processes, or controls since the 
last reporting period. 

(f) Each affected source that has ob-
tained a title V operating permit pur-
suant to 40 CFR part 70 or 71 must re-
port all deviations as defined in this 

subpart in the semiannual monitoring 
report required by 40 CFR 70.6 
(a)(3)(iii)(A) or 40 CFR 71.6(a)(3)(iii)(A). 
If an affected source submits a Compli-
ance report pursuant to Table 7 of this 
subpart along with, or as part of, the 
semiannual monitoring report required 
by 40 CFR 70.6(a)(3)(iii)(A) or 40 CFR 
71.6(a)(3)(iii)(A), and the Compliance 
report includes all required informa-
tion concerning deviations from any 
emission or operating limitation in 
this subpart, submission of the Compli-
ance report shall be deemed to satisfy 
any obligation to report the same devi-
ations in the semiannual monitoring 
report. However, submission of a Com-
pliance report shall not otherwise af-
fect any obligation the affected source 
may have to report deviations from 
permit requirements to the permit au-
thority. 

(g) If you are operating as a new or 
reconstructed stationary RICE which 
fires landfill gas or digester gas equiva-
lent to 10 percent or more of the gross 
heat input on an annual basis, you 
must submit an annual report accord-
ing to Table 7 of this subpart by the 
date specified unless the Administrator 
has approved a different schedule, ac-
cording to the information described in 
paragraphs (b)(1) through (b)(5) of this 
section. You must report the data spec-
ified in (g)(1) through (g)(3) of this sec-
tion. 

(1) Fuel flow rate of each fuel and the 
heating values that were used in your 
calculations. You must also dem-
onstrate that the percentage of heat 
input provided by landfill gas or di-
gester gas is equivalent to 10 percent or 
more of the total fuel consumption on 
an annual basis. 

(2) The operating limits provided in 
your federally enforceable permit, and 
any deviations from these limits. 

(3) Any problems or errors suspected 
with the meters. 

[69 FR 33506, June 15, 2004, as amended at 75 
FR 9677, Mar. 3, 2010] 

§ 63.6655 What records must I keep? 

(a) If you must comply with the 
emission and operating limitations, 
you must keep the records described in 
paragraphs (a)(1) through (a)(5), (b)(1) 
through (b)(3) and (c) of this section. 
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(1) A copy of each notification and re-
port that you submitted to comply 
with this subpart, including all docu-
mentation supporting any Initial Noti-
fication or Notification of Compliance 
Status that you submitted, according 
to the requirement in § 63.10(b)(2)(xiv). 

(2) Records of the occurrence and du-
ration of each malfunction of operation 
(i.e., process equipment) or the air pol-
lution control and monitoring equip-
ment. 

(3) Records of performance tests and 
performance evaluations as required in 
§ 63.10(b)(2)(viii). 

(4) Records of all required mainte-
nance performed on the air pollution 
control and monitoring equipment. 

(5) Records of actions taken during 
periods of malfunction to minimize 
emissions in accordance with 
§ 63.6605(b), including corrective actions 
to restore malfunctioning process and 
air pollution control and monitoring 
equipment to its normal or usual man-
ner of operation. 

(b) For each CEMS or CPMS, you 
must keep the records listed in para-
graphs (b)(1) through (3) of this section. 

(1) Records described in 
§ 63.10(b)(2)(vi) through (xi). 

(2) Previous (i.e., superseded) versions 
of the performance evaluation plan as 
required in § 63.8(d)(3). 

(3) Requests for alternatives to the 
relative accuracy test for CEMS or 
CPMS as required in § 63.8(f)(6)(i), if ap-
plicable. 

(c) If you are operating a new or re-
constructed stationary RICE which 
fires landfill gas or digester gas equiva-
lent to 10 percent or more of the gross 
heat input on an annual basis, you 
must keep the records of your daily 
fuel usage monitors. 

(d) You must keep the records re-
quired in Table 6 of this subpart to 
show continuous compliance with each 
emission or operating limitation that 
applies to you. 

(e) You must keep records of the 
maintenance conducted on the sta-
tionary RICE in order to demonstrate 
that you operated and maintained the 
stationary RICE and after-treatment 
control device (if any) according to 
your own maintenance plan if you own 
or operate any of the following sta-
tionary RICE; 

(1) An existing stationary RICE with 
a site rating of less than 100 brake HP 
located at a major source of HAP emis-
sions. 

(2) An existing stationary emergency 
RICE. 

(3) An existing stationary RICE lo-
cated at an area source of HAP emis-
sions subject to management practices 
as shown in Table 2d to this subpart. 

(f) If you own or operate any of the 
stationary RICE in paragraphs (f)(1) or 
(2) of this section, you must keep 
records of the hours of operation of the 
engine that is recorded through the 
non-resettable hour meter. The owner 
or operator must document how many 
hours are spent for emergency oper-
ation, including what classified the op-
eration as emergency and how many 
hours are spent for non-emergency op-
eration. If the engines are used for de-
mand response operation, the owner or 
operator must keep records of the noti-
fication of the emergency situation, 
and the time the engine was operated 
as part of demand response. 

(1) An existing emergency stationary 
RICE with a site rating of less than or 
equal to 500 brake HP located at a 
major source of HAP emissions that 
does not meet the standards applicable 
to non-emergency engines. 

(2) An existing emergency stationary 
RICE located at an area source of HAP 
emissions that does not meet the 
standards applicable to non-emergency 
engines. 

[69 FR 33506, June 15, 2004, as amended at 75 
FR 9678, Mar. 3, 2010; 75 FR 51592, Aug. 20, 
2010] 

§ 63.6660 In what form and how long 
must I keep my records? 

(a) Your records must be in a form 
suitable and readily available for expe-
ditious review according to § 63.10(b)(1). 

(b) As specified in § 63.10(b)(1), you 
must keep each record for 5 years fol-
lowing the date of each occurrence, 
measurement, maintenance, corrective 
action, report, or record. 

(c) You must keep each record read-
ily accessible in hard copy or elec-
tronic form for at least 5 years after 
the date of each occurrence, measure-
ment, maintenance, corrective action, 
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